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London Borough of Haringey

Library Enhancement Works

Muswell Hill Library

Queen's Av, Muswell Hill. London. N10 3PF

First Floor

Fire Strategy

As Proposed

GD AK Aug 2022

1:50@A1

21.3453

3453-FBR-A1-FF-DR-A-221

P03

D2 (Tender)

P01 Issued for Tender 30/09/22 SP

P02 Issued for Tender
14/10/2022

SP

P03 High level windows and listed shelving added 09/11/22 SP

Key:

FIRE EXIT

30 minutes Fire Resisting Construction to clause P12

Vision Panels to door refer to schedule

Primary fire escape routes to final exit

FD30s - Fire door refer to schedule

Fixed non-Illuminated fire exit sign with legend

indicating direction of escape arrow

+fanlight
30min fire rated fanlight above door

HHD

HHD

Refuge area

HHD
Heritage hardwood doors.


