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Contractor to allow for removal and replacement vehicular
access/ egress security gates (LockMaster S1 Securus Swing
Gate. Tested and certified to LPS 1175 Issue 8 and Secured
by Design or similar approved). Allow for double leaf, Inward
opening swing gates with ground bolt fixings and separate
dedicated pedestrian access door with manual emergency
operated panic fittings. Allow for all associated works, footings
and the like. 450x450 x 950mm deep min. Note: Contractor/  is
responsible for the foundation size suitable for the ground
conditions. Access control to be keypad operated.

Contractor to allow for removal and replacement anti-climb
mesh security fencing to perimeter ( Securus-Lite™ SR1 WIRE
MESH PANELS FENCING SYSTEM TO BS 1722-14 & LPS
1175 SR1 or similar approved). Allow for all associated works,
footings and the like (650dx300lx300w mm). Minimum
2400mm high, 60x60mm post centres @ 2520mm, galvanised
steel with polyester powder coating (standard RAL green).

Contractor to allow for service yard lighting, specification tbc.
Allowance for wall mounted, lamp post/ floodlighting and
bollard lighting to be considered. Maintained emergency
lighting to be provided in line with temporary market Fire
Strategy.

Contractor to clear existing 'triangular' fenced area, including all
vegetation, Fencing, impact protection, kerbs edges, post
lighting and form a level area to falls to existing gullies/
stormwater drainage system. Allow for new Macadam finish
and associated sub-base preparation.

Contractor to allow for ground markings to designate service
bays 2no. for LWB vehicle. 2.4 x 7 m bay delineated with white
thermoplastic resin markings.

Contractor to ensure existing below ground and surface
drainage outlets are retained and renewed where appropriate
and ensure storm water drains to falls.

Pedestrian route delineated with white thermoplastic resin
ground markings.

Contractor to provide allowance for kerb re-alignment and
crossover amendments to highways specification. Allow for
grubbing up existing surface finished adjacent to pavement and
install new matching paving to highways specification.
Contractor to allow for any highways or planning consents
required for works to pavement, crossover or highways works.

Contractor to allow for rebuilding/ strengthening of existing
garden boundary walls which are structurally unsound.

Note: Contractor to ensure as-built project is strictly in
accordance with the relevant planning consent (Pending
Approval) and building regulations.
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