
>  IGE/UP10 Edition 4 Yes X No

This is to certify that Midtherm Engineering Limited have completed the flue pressure testing at the above 

site.  The installation complies with the following regulations, legislation and guidance notes:-

Signed on behalf of Midtherm 

Engineering Limited Jon Till Date: 25 July 2025

Pass/Fail PASS PASS PASS N/A

Actual Reading 

litres/sec
0.162 0.221 0.298 N/A

1.458 1.890 2.268

N/A N/A N/A

N/A N/A N/A

Maximum Allowable 

Leakage litres/sec
1.512 2.376 3.132 2.268

1000 1500 2000

Allowable Leakage 

Rate litres/sec/m²
0.28 0.44 0.58 0.42 0.27 0.35

Pa 200 400 600 800

0.42

Flue Length Tested 17.19 Flue Surface Area Tested 5.40

Pressure Tested Pa

Test Class B

Flue Diameter (Ø) 100 Max Test Pressure 600Pa

Form No QF/10.6/B

Engineer
PRESSURE TEST CERTIFICATE

Site Name 808-812 High Road Contract No. 8064

Jon Till

Flue System Boiler Flue Installer/Operatives
Benn Humphries

Flue Type LTC Connor Taylor
-


