
 

Roof Area Analysis – Sustainability Coordination 

 

Total roof area: 8.00 m × 5.75 m = 46.0 m² 

 

PV requirement: approx. 36–38 m² (78–83%) 

ASHP zone: approx. 6–8 m² 

Residual roof: approx. 1–3 m² fragmented 

 

Conclusion: 

No continuous roof plane remains for a compliant green roof system. 

 


