
Location of equipment

HP at rear under external stair.
Pipe run up and over roof to front boiler ue

Note to installers. HP will need to be moved
down the rear garden staircase



Soundassessment

Step Assessment Position 1

2 Description of assessment position Nearest neighbour window

3 A-weighted sound power level, dB(A) 60

4 Determination of directivity (Q) - select number of reflective surfaces two reflective surfaces

5 Distance from heat pump to assessment positions, in m 8

6

Determination of barrier correction - select barrier type close board fence (<18mm thick boards)

Determination of barrier correction - select line of sight full view

7 Calculate sound pressure level 37.0

8 Pass/fail noise limit of 37.0 dB(A) pass


