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Concrete Floor Construction - circa C20th

Floor Construction Undetermined

T&G Softwood Timber Boards (nail fixed) - 
circa C20th

Butt Jointed Timber Boards, (nail fixed)

Butt Jointed Timber Boards (edge pegged 
and nail fixed)

FIRST FLOOR PLAN - EXISTING USES
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Narrow softwood boards, 
dark stained finish, nail fixed 
through face.

Narrow softwood boards, 
dark stained finish, nail fixed 
through face.

Room F05:  Floor structure 
and finish undetermined.

Room F06:  Refer to drawing 
7440/515 for information on floor 
construction and void arrangements.

Room F08:  Refer to drawings 7440/516, 517 and 
518 for information on floor construction and 
void arrangements.

Floor structure to F06, F07 and F08 is scheduled 
for repair.  Existing boards to be retained and 
refixed on completion.

Room F09:  Refer to drawing 7440/519 for 
information on floor construction and void 
arrangements.  Note vaulted ceiling arrangement 
below.

Room F11:  Refer to drawing 
7440/520 for information on floor 
construction and void arrangements.

Existing board types and fixing arrangements have 
been determined by opening up of selected areas 
within specific rooms and may not be typical of the 
whole of the space.  The contractor is to refer to site 
record information and should allow for trial opening 
up to inform the strategy of board lifting and refixing 
for each room.

Room F13:  Refer to drawing 
7440/521 for information on floor 
construction and void arrangements.

Room F15:  Refer to drawings 7440/522 & 
7440/523 for information on floor construction and 
void arrangements.
Note that these boards are highly laquered, with 
evidence of a painted finish to underside of one 
lifted board.,
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1.

NOTE

This drawing is copyright.

2.

3.

4.

5.

All dimensions must be checked on site before proceeding.

Dimensions of new work are to be adjusted to suit the existing

building where necessary.  Do not assume that the existing structure

or details are plumb, square or level.

The contractor must report any discrepancies to the architect

before proceeding.

All products are to be used strictly in accordance with the

manufacturer's instructions.
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